IN

BLDG ZONE

2—200—-1
2—-200-2
2—-200-3
2—200—-4
2—-200-5
2—-200-6
2—-200-7
2—200-8
2—-200-9
2-200-10
2—-200-11
2—-200-12
2—-200-13
2—200—-14
2—-200-15

DEVICE

WFS
S0B BSMNT

WFS
S0B FLR 1

WFS
S0B FLR 2

WFS
S0B FLR 3

WFS
S0B FLR 4

WFS
S50B FLR 3

WFS
S0B FLR 6

WFS
S0B PENTHS

S0B 1275
PRE-ACTION

WFS
o0D

ANALASER
LEVEL #1

ANALASER
LEVEL #2

ANALASER
LEVEL #3

L4

1
HEAT DET
S0B-0248

SD & FCB
S0B-0248

ZA-31
MOD 16-1

t————— SWITCH, ZONE OR RELAY #

MODULE TYPE

auT

POSITION IN FACP

{——— FIRE ALARM CONTROL PANEL #

ZU-35
5/ MOD 16 |7
FAP-01-30B

ZU-35
MOD 16 |1
FAP-01-30B

ZU-35
MOD 15 [7
FAP-01-50B

ZU-335
mMOD 14 |7
FAP-01-30B

ZU-35
MOD 14 (1
FAP-01-50B

ZU-35
mMOD 13 |7
FAP-01-50B

ZU-35
mMOD 13 |1
FAP-01-30B

ZU-35
MOD 22 (1
FAP-01-30B

CP-35
MOD 8 |1
FAP-01B-50B

ZU-35
MOD 15 [1
FAP-01-30B

ZU-35
MOD 20 |7
FAP-01B-50B

ZU-35
mMOD 21 [7
FAP-01B-30B

ZU-35
MOD 22 |7
FAP-01B-50B

ZU-35
MOD 18 |1
FAP-01B-30B

ZU-35
mMaD 19 |7
FAP-01B-50B

3A

4A

oA

6A

74

8A

9A

10A

11A

12A

13A

144

15A

33

SM-30
{MOD 12-1[5
FAP-0I1C-50B

SR-32
40 MOD 10-5

FAP-01C-30B

37, 38, 39, 40

I

|

Y1o4 24
Y123 23 |t
22 22
21 R 21 21
o1 BK BK[ 2 50
19 R119 19
18 18 18 18 | +10v 18
17 17 17 N R ook |17
16 16 16 16 16
15 15 15 15 15
14 14 14 14 14
13 13 13 13 13
12 12 12 12 12
1 1 1 11 1
10 5 10 10 10 10 1o
9 E 9 9 ) 9 9
8 8 8 8 8 3 8
7 7 7 7 7 7 ’
6 6 6 6 6 6 6
5 S 5 5 5 5 5
4 4 4 4 4 4 ¢
3 |w/r/0 Z 3 3 3 3 Z
2 2 2 2 2
1 1 1 1 1 1 1
22K EA. TBS TB4 TB3 TB2 TBI
LA-1 RESET
R/W GR/W
26 PR CABLE
SPARES
}} 16-26
1,2,3,4,5,6,7,8,9,10
12VDC
2.5AH 120—16VAC
- WFMR 120V POWER FROM
- 38A9A1A-12 VIA TR 212
PM-32
MOD 2
FAP-01C—-50B
<EEE;§ Y 1 > 2 24 <EEE;5
91-1 3 4
91-2 51— 6
e
81 9l—» 10|
82 EEi— 12
83 13— 14
84 15— 16
85 17— 18|
86 19— 20
87 21— 22
88 23—» 24
89 25— » 26
90 27—» 28]
<E> 61 29}—» 30
62 ] — 32
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